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CODED NOTES:

TIE INTO EXISTING 6” RHWR PIPE UPSTREAM OF EXISTING HEAT EXCHANGERS.

REMOVE AND REPLACE CEILING LIGHTS AND CEILING GRID AS REQUIRED TO FACILITATE THE
INSTALLATION OF THE NEW STEAM PIPE.

4” SRHW DOWN THRU FLOOR TO MECHANICAL ROOM BELOW COORDINATE LOCATION WITH
EXISTING SYSTEMS, AND STRUCTURE. CORE DRILL AND FIRE STOP PENETRATIONS.

CORE DRILL AND FIRE STOP WALL PENETRATIONS.

PROVIDE 6" BALANCE VALVE WITH MEMORY STOP BETWEEN TEES.
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